Protect Qur Eorth

Agape Learning Center LLC
Water Sampling Lead Analysis Report

1. INTRODUCTION

1.1. GENERAL

This report presents the results of our water sampling performed at the site of
Agape Learning Center LLC, 15832 Fenkell, Detroit, ML, on May 10th, 2016. The
sample results taken in conjunction with this investigation are also presented on
Appendix 1.

1.2. OBJECTIVES AND SCOPE
In general, the objectives of this investigation were to:

Accurately evaluate water outlets for lead above the EPA Maximum Contaminate
Level (MCL).

1.3. AUTHORIZATION
Authorization was provided by phone for our Professional Services by Opal Long on
May 34, 2016.

2. SITE INVESTIGATIONS

2.1. FIELD PROGRAM
In order to sample and evaluate water, GSES took six samples, a First Draw sample
and a Flush sample, from three different locations on the site.

The field portion of our investigation was under control and continual supervision
of an experienced member of our field scientist staff.

2.2 LABORATORY TESTING

2.2.1. General

In accordance with ASTM D3559 and the U.S. Environmental Protection Agency
guidelines for lead in drinking water at schools and child care facilities, we took two
samples: first draw and flush, which is the required testing standard for drinking
water lead contamination.
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Results of the tests indicate that the water is below the threshold for lead
contamination. A copy of the lab report and Chain of Custody is attached (Appendix
1).

3. DISCUSSIONS AND RECOMMENDATIONS

3.1. DISCUSSIONS OF FINDINGS
The water results are below the threshold for lead contamination.

We appreciate the opportunity of providing this service for you. If you have any
questions concerning this report or require additional information, please do not
hesitate to contact the undersigned.

Respectfully submitted,

P As—

e
Michael Etters Mobnica Starks, CIEC
Field Scientist Principal

Council-certified Indoor Environmental
Consultant Board-awarded by the
American Council for Accredited
Certification

Appendix 1, Lab Results, Chain of Custody
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APPENDIX 1
Laboratory Results and Chain of Custody
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Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, Mi, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 354729
5/20/2016 15832 Fenkdl Y8227
Customer: G.S. Group . i -01-KC-01-
Monica Starks Source: ﬁgape'a Learning Center, DC-01-KC-01-P
17800 Woodward Ave Source City: Detroit
#200 Source State: Ml

Detroit, Ml 48203

Date/Time Recsived:  5/10/2016 13:30
Collected by: M. Etters
The resuits herein conform to TNI and ISONEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test resulls are available upon request. All Dates and Times are reported as U.S. Eastern Time.
Legend:

Any 'Level Detected' marked with an asterisk (*) indicates that the value has excesded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

"ND" This contaminant was not detected at or above our lower reporting limit (LRL)
"NA" Not Analyzed
“Standard"  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standands or the guideline values for EPA
Secondary Standards.
"LRL" This column indicates the Lower Reporting Limil, which is the lowest level that the laboratory can defect a contaminant.
"DF" This column indicates the contaminant dilution factor.
Report Notes:
Fed id # Contaminant Method - Standard Units. LRL Leve DF . DatefTime Date Date/Time
s ~ Detected Sampled Prepped Analyzed

Inorganic Analytes - Metals
1030 tesd 2008 0015 mgh 0001 ND 1 5102016 0650 5182018

These test resuits may be used for compliance purpose as required.

Analyst Tests

|EC 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approval of National Testing Laboralories, Lid.
Page 1 of 1 354729 Lead Only Date Printed: 5/20/2016 10:36:18 AM




Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, MI, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 354730
512012016
Customer:  G. S. Group . 01-KC-01-
Monica Starks Source: Agap? Learning Center, DC-01-KC-01-F
17800 Woodward Ave Source City: Detroit
#200 Source State: Mi

Detroit, MI 48203

Date/Time Received:  5/10/2016 13:30
Collected by: M. Elters
The results herein conform to TNI and ISOEC 17025:2005 standards, where applicable, unless olherwise narrated in the bedy of the report. The
uncertainty of the test resulls are available upon request. All Dates and Times are reported as U.S. Eastern Time.
Legend:

Any 'Leve! Detected’ marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

"ND" This contaminant was not detected at or above our lower reporting limit (LRL)
"NA" Not Analyzed
“Standard”  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards
"LRL” This column indicates the Lower Reporting Limit, which is the lowest level that the faboratory can detect a contaminant.
"DF" This column indicates the contaminant dilution factor,
Report Notes:
Fed id # Contaminant Method  Standard Units  LRL Ltevel DF. . Date/Time . Date Date/Time
Detected Sampled Prepped Analyzed

Inorganic Analytes - Metals
1030 lead . 2008 0015 mgh 0004 ND 1 5/10/2016 0650 511812016

These test results may be used for compliance purpose as required.

Pﬁnatyst Tests
EC 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in fufl, without the written approval of National Tesling Laboratones, Ltd.
Page 1 of 1 354730 Lead Only Date Printed: 5/20/2016 10:36:18 AM




Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, M, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 354731
512012016
Customer: G.S. Group . i -01-WC-02-
Monica Starks Source: - Agapte Leaming Center, DC-01-WC-02-P
17800 Woodward Ave Source City: Detroit
#200 Source State: M|

Detroit, Ml 48203

Date/Time Recelved:  5/10/2016 13:30
Collected by: M. Elters
The results herein conform to TNI and ISO/NIEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
unceriainty of the test results are available upon request. All Dates and Times are reporied as U.S. Eastern Time,
Legend:

Any ‘Level Detected’ marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

"ND" This contaminant was not detected at or above our lower reporting limit (LRL)
"NA" Nol Analyzed
“Standard”  This column indicales either the Maximum Contaminant Level {MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards,
"LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.
“DF" This column indicates the contaminant dilution factor.
Report Notes:
Fedid # Contaminant Method  Standard Units LRL Level DF - Date/Tims Date Date/Time
Detected Sampled : Prepped Analyzed

Inorganic Analytes - Metals
1030 tead ~ 2008 0015  mofl 000 ND 1 5M0R016 0850 51812016

These test results may be used for compliance purpose as required.

iAnaIys! Tests
EC 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the writlen approval of National Testing Laboratories, Ltd.,
Page 1 of 1 354731 Lead Only Date Printed: 5/20/2016 10:36:18 AM




Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, Mi, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 354732
512012016
Customer: G. S. Group . i MWE-02-
Monica Sterks Source: ' Agapcjz Learning Center, DC-01-WC-02-F
17800 Woodward Ave Source City: Detroit
#200 Source State: Mi

Detroit, Mi 48203

Date/Time Received:  5/10/2016 13:30
Collected by: M. Etters
The results herein conform to TNI and ISONEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainly of the test resulls are available upon request. Ali Dates and Times are reported as U.S. Eastern Time.
Legend:

Any 'Level Detecled' marked with an asterisk (%) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

“ND" This contaminant was not detecled at or above our lower reporting limit (LRL)
"NA" Not Analyzed

"Standard”  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guidaline values for EPA
Secondary Standards.

“LRL” This column indicates the Lower Reporting Limit, which is the lowest level that the aboralory can detect a contaminant.
"DF" This column indicates the contaminant dilution factor.
Report Notes:
Fed ld# Contaminant - Mothod - Standard Units  LRL Levei DF Dale/Time ‘ Date Date/Time
Detected ‘Sampled Preppead Analyzed

Inorganic Analytes - Metals
1030 tead . 2008 0015  mgl 0001 ND 1 B10P016 0850 5/M82016

These test resuits may be used for compliance purpose as required.

{Analyst Tesls
EC 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approval of National Tesling Laboratories, Ltd.
Page 1 of 1 354732 Lead Only Date Printed: 5/20/2016 10.36:18 AM




Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, Ml, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 364733
512012016
Customer: G. 8. Group . i .01-BF-03-
Monica Starks Source: Agape Learning Center, DC-01-BF-03-P
17800 Woodward Ave Source City: Detroit
#200 Source State: Ml

Detroit, M1 48203

Date/Time Received:  5/10/2016 13:30
Collected by: M. Etters
The results herein conform to TN and ISOAEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request, All Dates and Times are reporied as U.S. Eastem Time.
Legend:

Any ‘Level Detected' marked with an astensk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Qualily.

"ND” This contaminant was not detected at or above our lower reporting timit (LRL)
"NA" Not Analyzed
“Standard”  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards,
"LRL" This cotumn indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.
"DF” This column indicates the contaminant difution factor.
Report Notes:
Fedid # Contaminant Method Standard  Units  LRL Level DE  Dale/Time Date DatefTime
~ Datected Sampled Prepped Analyzed

Inorganic Analytes - Metals
1030 Lead 2008 0015 mgh 0001 ND 1 5402016 0850 51812016

These test results may be used for compliance purpose as required.

{An‘alyst Tests
‘EC 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Lid.
Page 1 of 1 354733 Lead Qnly Date Prinled: 5/20/2016 10:36:19 AM




Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, MI, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 354734
5/20/2016
Customer: G. S. Group . i .01-BF-03-F
Monica Starks Source: Agapc.e Learning Center, DC-01-BF-03
17800 Woodward Ave Source City: Detroit
#200 Source State; Mi

Detroit, Mi 48203

Date/Time Recelved:  5/10/2016 13:30
Coliected by: M. Elters
The results herein conform to TN! and ISO/NIEC 170252005 standards, where applicable, unless otherwise narrated in the body of the report. The
unceriainty of the test resulls are avallable upon request, All Dates and Times are reported as U.S. Easlern Time.
Legend:

Any 'Level Detected' marked with an aslerisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

"ND" This contaminant was not detected at or above our tower reporting fimit (LRL)
"NAY Not Analyzed
“Standard"  This column indicates sither the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.
"LRL" This column indicates the Lower Reporling Limit, which is the lowest level that the laboralory can detect a contaminant.
"DF" This column indicates the contaminant dilution factor.
Report Notes:
Fed [d# Contaminant Method = Standard Units = LRL Leval DF  DatefTime Date Date/Time
. Detected Sampled Prepped . Analyzed

Inorganic Analytes - Metals
1030 Lead ‘ 2008 0015 mgh o000 ND 1 5M0R016 0850  5/1812016

These test results may be used for compliance purpose as required.

lyst Tests

EC 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the wnitten approval of National Testing Laboratones, Lid,
Page 1 of 1 354734 Lead Only Date Printed: 5/20/2016 10:36:19 AM




K4 National Testing

General Compliance

Order Number: 2076912 .
Order Date: o4r19/2016 354729
Sample Number: U0 ma R R
1-800-456-3330 Product: Lead Only
Sample Pald: No Payment Mathod:
TSR: EF
Sold To:
G. 8. Group For Laboratory Use ONLY
Monica Starks Lab Accounting Information:
17800 Woodward Ave
Detroit Mi 48203 Payment $:
Check #:

Date Sampled : __5_:_ { _I_Q_I _,_‘_;__

Time Sampled: é :_:ﬂ) Ploasa Usa Millary Time, e.g. 3.00pm = 15:00
Check’.'ﬁme Zone: BéST {Jcst EMST [lest

A—@f&f’c :

Phone Number: %I?;:- 277~ OY

Fax Number:

Sample ID or Source:m« ol- Ke - ol - ?

L
Source Type: [} Spring [[] Well Mnidpai [ Surface
[} Other:

Cﬂy&State:_EQIQ: M
(If Dffferent than Above)

Client Name:

PWS 1D# (if applicable):

Sample Collected By> ) )
(Signature)
Sample Coltected By: Wb | BH4 S
(Please Print)

Form Completed By: H‘ ng ,,J ‘Eﬂéﬁ

Lab Comments/Special nstructiona:

Siate Forms:

Lab Sampls Informatios

Date Recelved:

Time Received:

Recelved By: “

[FSample recelpt crite & acoeptable.

] pevistions from sc sample recelpt criterta noted

INCOMPLETE INFORMATION MAY DELAY ANALYSIS AND/OR INVALIDATE RESULTS




K4 National Testing

Laboratones Ltd

Order Number:
Order Date:

General Compliance

2076912
04/19/2016 334730

Quality Water Analysis Sample Number: IR
1-800-458-3330 Product: Lead Only

Sample Pald: No Payment Method:

TSR: EF
Sold To:
G. S. Group For Laboratory Use ONLY
Monica Starks Lab Accounting information:
17800 Woodward Ave
Detroit Ml 48203 Payment §:

Check#:

Date Sampted 12 110 116

Time Sampled:__& é’ _:ﬂ), Please Usa Milltary Time, e.g. 3:00pm = 1600

Check Time Zone: EST ecst EMST COpst
Client Name: 11, p{,

Phone Number: %)’{') 297.- ot}
Fax Number:

PWS 1D# (if applicable):

D/

Sample iD or Source: {IC—0] - KC, O~ F:

Source Type: [} Spring [} Well Mmidpal {7} Surfaca
[} Other.

City & State:__BQ - M
Above)

um(m:wm
Sample Collected B&. i {\ f} @g 2fba
(Slgnature)
Sample Collected By: M% | B
{Please Print)

Form Completed By: H‘ gg ,,J Eﬁéiﬁ

Ad naiCo! nts:

tab Comments/Spoecial Instructions:

State Forms:

Lab Sample information:
Date Recelved:

Time Recelved:

AY 10,2016

4*"’%:5 Awég_, P ¢

__Quﬁja_éa&?k,

INCOMPLETE INFORMATION MAY DELAY ANALYSIS AND/OR INVALIDATE RESULTS




K4 National Testing
aboratories, Lid.

Q WaermZy&w

1-800-458-3330 Product:

Sample Paid: No

TSR: EF
Sold To:
G. S. Group
Monica Starks
17800 Woodward Ave

Detrolt Ml 48203

Date Sampled :_'_\5:1 _HLI .UZ.

Time Sampled 3_...(2..3..@. Planss Uss Miltary Yime, e.g. 3:00pm = 15:00

Check Time Zone: EsT{JcsT EMST Cpst

Client Name: £y p
vy ¥

Phone Number: 2 I3~ 277- OY

Fax Number:

PWS ID# (if applicable):

D4

Sample (D or Source: —DC/* 0l-e-o0z— Y

Source Type: [7] Spring [ Well Municipa! ] Surface
[} oOther:

City & State__BQ "‘\’ Lr‘ ~
i D{rfemmanAbm)
Sample Collected BM/\/\% f%

{Signature)

Sample Collected By: Md&‘J (ﬂ‘i—«{,f‘s

(Plaasa Print)

Form Completed By: H‘ g!g ‘J Ej}éiﬁ

Order Number:
Order Date:
Sample Number:

General Compliance

2076912
04/19/2016 354731

R

Lead Only
Payment Method:

For Laboratory Use ONLY

Lab Accounting tnformation:

Payment $;,
Check #:

Lab Commaente/Special instructions:

State Forms:

Lab Sample Ink
Date Raceived:

7] Deviations from &coaptefile sample recalpt edtaria noted
on PSA form.

A

%&%ﬁsﬁ : é@g? L&.«i at “H\:S

Uﬂiﬂg"j' % ¢ kaaim_ﬁ_z._

INCOMPLETE INFORMATION MAY DELAY ANALYSIS AND/OR INVALIDATE RESULTS




General Compliance
Order Number: 2076912 354732

&4 National Testing

Laboratories, Ltd.

. Y Order Date: 04/19/2016
{ . i
Quality Woter Analysis  Sample Number: MG AR
1-800-458-3330 Product: Lead Only
Sample Pald: No Payment Method:
TSR: EF
Sold To:
G. S. Group For Laboratory Use ONLY
Monica Starks Lab Accounting Information:
17800 Woodward Ave
Detroit M! 48203 Payment $:
Check #;
Lab Comments/Spacial Instructions:

pate Sampled : <2 110 116

Time Samplad: (9 :_:,721 Ploase Use Millary Time, e.g. 3:00pm = 1500

Check Time Zone: [FEST[JCST EMST lesT

Glient Name: A-J,'\a P y
et ¥

Phone Number: 2} b= 277- 04

Fax Number:
PWS ID# (if applicable): k) / A Stato Forms:
Sample 1D or Source: :D(‘,« Ol-We-p2 -~ F
Lab Sample Informalfo
Source Type: [] Spring [ Well Mﬂﬂiﬁp&! [ Surface Date Recelved: ' WAy 10,2016
{71 Other: :
‘\" U Time Recelved: jZ, _LS-@_;.
City & State:__ag el L v -
(if Different than Above) Received By: 7
ple recaipt critark & acceplable.
Sample Collected By ) Daviations from acgs sample recalpt criteria noted
(Signature) on PSA form.
Sample Collacted By: M@gx‘_ | BlHars
(Please Prnt)

Form Completed By: M‘ Qg zJ %&ﬁ

ot thie o \s beohiin B T

Plush Sonpie,
)

INCOMPLETE INFORMATION MAY DELAY ANALYSIS AND/OR INVALIDATE RESULTS




4 Natmna[ Testmg General Compliance

::La.boratones Ltd. Order Number: 2076912 354733
. Order Date: 04/19/2016 _
Qualiy Water Aralysis  Sample Number S 11
1-800-458-3330 Product: Lead Only
Sample Pald: No Payment Blethod:
TSR: EF
Sold To:
G. 8. Group For Laboratory Use ONLY
Monica Starks Lab Accounting Information:
17800 Woodward Ave
Detroit MI 48203 Paymont §:
Check #;
Lab Conunonts/Special nstructions:

Date Sampled :__é:l _f_Q_j le_ﬁ

Time Samp!ed:____(?w:_ﬂ Please Uss Millary Tims, ¢.g. 3:00pm = 15:00
Check Time Zone: BéST m CsY %‘MST ipstT

Client Name: A—A&, PeL ,

Nt ]

Phone Number: 3)3—- Z,’]Z,. oY

Fax Number:

PWS ID# (if applicable): h) / A State Forms:

Sample ID or Source: LC~ O|- BF— 03~ ‘(P
Lab Samglo Inormmgty 4oy 5 0 2016
Source Type: [] Spring [] Well Wnicipal [] Surface Date Recelved: } %A q

Other:
= Time Received V 3. j_Q___
City & State: ‘a() % \ »1. R tved B

et (15 Dffierent than Abave) ecelved By

C/\/v\ﬁ% fe= B
Sample Collected By [[] peviations from b!e sample recalpt criterla noted
(Slgnature) on PSA form.

Sample Collected By: \\;{M s

(Plaase Print)

Form Completed By: MtC’Dw\J @f%

* ?éi%g%ﬁ E&MFLQA at "‘%&6 AM;-' Pard, Q—Tﬁ‘é w@__é&_

INCOMPLETE INFORMATION MAY DELAY ANALYSIS AND/OR INVALIDATE RESULTS




&4 National Testing
,\ Laboratories, Ltd

Order Number:
Order Date:

General Compliance

2076912 -
04/19/2016 373y

Quality Woter Analysis  Sample Number: DAL
1-800-458-3330 Product: Lead Only

Sample Pald: No Payment Method:

TSR: EF
Sold To:
G. 8. Group For Laboratory Use ONLY
Monica Starks Lab Accounting Information:
17800 Woodward Ave
Detroft M 48203 Payment §:

Check #;

Date Sampled __\5__ ) l_Q__I lé_

Time Sampled: é : 5 Z ) Pleasa Uss Miltary Tima, a.g. 3:00pm = 16:00
Check Time Zone: EsT]CST EMST [Jest

Client Name: apL Z, y
Phone Number: %]3-— 2972~ OY
Fax Number:

PWS ID# (if applicable): ;\) / W

Sample 1D or Source: :\) -\ ’BF - 03" F

Lah Commenta/Speclal Inatructions:

Stato Forms:

Source Type: [7] Spring [] Well []}/ﬁmidpal {7] Surface
[} Other:

City & State:_BQ o T
(i Dffferent than Above)

WAY 1.0 201
15:30

ptable sample recaipt criteria noted

Sample Collected By ) )
(Signature)
Sample Collected By: M%‘[ G4
{Plaase Pdnt)

form Completed By: M;%J @‘f‘:&ié

INCOMPLETE INFORMATION MAY DELAY ANALYSIS AND/OR INVALIDATE RESULTS




